24 VOLT ELECTRIC ZONE YALVE
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(SEE VALVE DESIGNATOR FOR FLOW AND SIZES)
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24 VOLT ELECTRIC ZONE VALVE W/ DIsK FILTER (MP ROTATORS)
(5EE VALVE DESIGNATOR FOR FLOW AND SIZES)

CLASS-200 PVC LATERAL PIPING

(SIZE AS INDICATED, ALL UNLABELED PIPE TO BE | INCH)
—_——— CLASS-200 PVC MAINLINE PIPING, SIZE AS INDICATED
COMMUNICATION CABLE WIRE PATH A, NITH ORANGE CABLE

COMMUNICATION CABLE NWIRE PATH B, NITH BLUE CABLE

2" POTABLE COFFER FIPING

CLASS-160 PVC PIPE SLEEVE (SIZE AS INDICATED)
INSTALL SCH-40 PVC WIRE CONDUIT ADJACENT TO ALL
MAINLINE PIFE SLEEVES, MINIMUM WIRE CONDUIT SIZE TO BE
2-INCH, UNLESS OTHERWISE NOTED. SEE SLEEVING DETAIL.

RUN |I" PVC ELECTRICAL CONDUIT FROM PUMP
STATION TO WATER SUPPLY CABINET. —

DESCRIPTION

6“ 5 L= 5' 5 L= AUTOMATIC WEATHER SENSOR
APPROXIMATE LOCATION OF IRRIGATION .. . LIGHTNING ARRESTOR/GROUND
CISTERN/WET WELL AND PUMP, SEE PUMP AND — :URT:;:::: T::r:::_LLER
CISTERN/IWET WELL DRANINGS FOR MORE
INFORMATION. - MASTER VALVE
FLOW SENSOR

EZ FLO FERTIGATION VYALVES
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YALVE DESIGNATION:
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CONNECT TO 6" SUPPLY FROM CISTERN/WET
WELL IN THIS APPROXIMATE LOCATION.

IRRIGATION - PLAN ENLARGEMENT
RENOVATION OF THE ATHLETIC FIELDS
LONGMEADOW, MASSACHUSETTS

WOLF SWAMP PARK
735 LONGMEADOW STREET
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