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ADDENDUM NO. 1 

 
 

IONIZATION RFP 
for 

Rockwood School District 

 
 
 

March 23, 2021 
_______________________________________________________________________ 
 
This addendum supersedes all conflicting portions of the Request for Proposal for the 
above referenced project. The Supplier shall include all omissions, additions and 
adjustments of all trades, subcontractors and consultants as may be necessary because 
of each revision, addition, substitution, clarification or adjustment included herein. 
_______________________________________________________________________ 
 

 
Item No. 1 – Equipment Inventory Clarifications/Added Scope 
 

1. Admin Annex - line 12- ANXRTUC3 Kelvinator Unit is less than 2 tons. (Less than 

1000 cfm)  

2. Babler - line 48 - Split System AHU B.40 Trane T-Series AHU Model number is 

MCCB014UA0D0UB (The condenser unit is TTA180H4H0AA) 
3. Babler - lines 51, 52 and 53 can be removed. These serve equipment spaces that 

are not occupied. 

4. Kehrs Mill - line 495 is a duplicate of line 481 unit #TFD301C40ACA and can 

be deleted  

5. Lafayette -  line 514 is the condenser unit for the AHU in line 513.  
6. Lafayette - line 526 RTU 33 / 9 ton quantity is 1 (one) AAON RN-020-3-0-EB09-

349 

7. Lafayette - line 532 4-pipe AHU quantity should be 24 TRANE 4-PIPE AHU 
BCVB0901GD0A2321B7N 

8. Stanton - lines 738-741 are the condenser units. (2 condensers per AHU for SE 4 & 

SE 5) 

9. Stanton - lines 749 and 750 are the condenser units for AHUs SE 6 and SE 7.  
10. Wildwood Middle - Line 862- there are 2 ductless mini split systems.  

11. Wildwood Middle - line 868 -  New RTU Daikin DPS028AHMG4DW-4 
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END OF ADDENDUM NO. 1 


