
Question Addendum 

CHS Phase II Low Voltage Form 470 # 220003407 

1. The depth of the 4 post rack was requested. 
Our current Extreme switch models are 17” deep and 17 ¼” wide 

2. Is the customer filing BEAR forms? 
Cartersville City Schools will be filing BEAR form for the project. 

3. Approximate measurement for the IDF Closets 
These measurements are based on current floorplans as of 11/9/2021 
1st Floor – Approximately 288 Square feet 
2nd Floor – Approximately 200 Square feet 
3rd Floor – Approximately 60 Square feet 


